GENERAL NOTES:
APPLICABLE CODES: 2015 IRC 2014 NEC 2015 SWIMMING POOL AND SPA CODE

1. STEPS AND LADDER — AT LEAST ONE MEANS OF EGRESS MUST BE PROVIDED. STEP TREADS MUST HAVE A MINIMUM HORIZONTAL DEPTH
OF 10" AND A MINIMUM UNOBSTRUCTED SURFACE AREA OF 240 SQUARE INCHES. RISERS CAN HAVE A MAXIMUM HEIGHT OF 12”.
TREADS OF STEPS AND LADDERS SHALL HAVE SLIP—-RESISTANT SURFACES AND HANDRAILS ON BOTH SIDES, EXCEPT THAT HANDRAILS ARE
NOT REQUIRED WHERE THERE ARE NOT MORE THAN 4 STEPS EXTENDED THE FULL WIDTH OF THE SIDE OR END OF THE POOL.

2. DISCHARGE WATER — POOL SHALL BE CONSIRUCTED AND EQUIPPED TO ALLOW THE POOL TO BE COMPLETELY EMPTIED OF WATER. ALL
DISCHARGED WATER MUST BE TO AN APPROVED LOCATION SO AS NOT TO CREATE A NUISANCE TO ADJOINING PROPERTY. CONNECTION
TO THE SANITARY SEWER SYSTEM IS NOT PERMITTED. BACKWASH WATER FROM THE FILTERS MUST BE CONNECTED TO THE SANITARY SEWER.

J. WATER SUPPLY — A BACK FLOW PREVENTION DEVICE MUST BE INSTALLED ON THE HOSE BIBE USED TO FILL THE POOL OR IN THE WATER SUPPLY

PIPING IF THE PIPE DISCHARGE IS BELOW THE MAXIMUM POOL WATER LEVEL. INSTALLATION OF THE DEVICE ON THE SUPPLY PIPING MUST BE DONE
BY A LICENSED MASTER PLUMBER.

4. ELECTRICAL — THE INSTALLATION MUST COMPLY WITH ARTICLE 680 OF THE 2014 NATIONAL ELECTRIC CODE. ALL ELECIRICAL WORK MUST BE DONE
BY A LICENSED ELECTRICAL CONTRACTOR IN ACCORDANCE WITH COUNTY ORDINANCES.

— ALL OVERHEAD WIRES MUST BE A MINIMUM OF 10" HORIZONTALLY AWAY FROM THE EDGE OF THE POOL OR 18" VERTICALLY ABOVE THE WATER LEVEL.
CERTAIN UNION ELECTRICAL LINES HAVE GREATER CLEARANCES. CHECK WITH ELECTRIC COMPANY.

— UNDERGROUND WIRING IS NOT PERMITTED UNDER THE POOL OR WITHIN 5" OF THE POOL WALL IF SPACE LIMITATION PREVENT WIRING FROM BEING RE-ROUTED
BEYOND 5'. WIRING MAY BE INSTALLED BY A METHOD LISTED IN ARTICLE 680.

— NO LIGHTING SHALL BE INSTALLED CLOSER THAN 5" FROM THE EDGE OF THE POOL. ALL LIGHTING WITHIN 10" OF THE EDGE OF THE POOL MUST BE GROUND
FAULT CIRCUIT INTERRUPTOR PROTECTED.
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5. PROVIDE DOOR ALARM SYSTEM FOR ALL DOORS LEADING DIRECTLY TO THE POOL AREA. AUDIBLE ALARM SHALL ACTIVATE WHENEVER DOOR OPENS.
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